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September 14. 2017

Mr. Thomas Rambone. CEFM

Facilities Manager

Franklin Township Board of Education
3228 Coles Mill Rd.

Franklinville. NJ 08322

RE: Indoor Air Quality Inspection Report
District Administration Building
Epic Project No. 17-3157

Dear Mr. Rambone:

Epic Envirenmental Services, LLC (Epic) was retained by the Franklin Township Board of
E-ducation (District) to perform an indoor air quality inspection at the District Administration
Building. The investigation consisted of a visual inspection and the collection of temperature.
relative humidity. and carbon dioxide data.

The visual inspection focused on signs of moisture. water intrusion. and visible mold growth.

Temperature. relative humidity. and carbon dioxide data was compared to current New Jersey
Indoor Air Quality and industry standards.

Epic Environmental performed the inspection on August 25 and 29. 2017.

Acceptable Temperature, Relative Humidity, and Carbon Dioxide Criteria

Acceptable Indoor Temperature Range: 68° - 79° Fahrenheit
Carben Dioxide Trigger Level for Corrective Action: 1,000 ppm
Ideal Relative Humidity Range: 30-60%

Fach oceupied space was inspected.  Please see the details on the following page for visual or air
quality data abnormalities:

HEALTH SAFETY ~ ENVIRONMENT
< Env N 1930 Brown Road Newfield. New Jersey 08344

Epic Environmental Services, LLC.

Tele: 856 205 1077 WWW.epIC-eny.com Fax: 856.205.0413
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lndoor Air Quality Inspection Report
District Administration Building
Epic Projeet No. 17-3157
September 14,2017

Observations / Recommendations

®  Minor staining was observed on a ceiling tile in the copy room. Indoor air quality regulations
require that wet and’or stained cetling tiles must be replaced within 48 hours of discover ry.

e Temperatures were within the normal range.

e Carbon Dioxide concentrations were within normal limits.

®  Airsamples for mold were collected in several rooms in the building.  Airborne mold
concentrations were near or below, outside {background) levels.

Please do not hesitate to contact me at 856-205-1077 should you have any questions.
An invoice for the completed project is enclosed
Regards.

James I'berts
President
Epic Environmental Services. [LC

HEALTH SAFETY ENVIROE!’IENT
Epnc Environmental ggrwces LLc 1930 Brown Road Newfield. New jersey 08344
Tele: 856 205.1077 WWw.epic-env.com Fax.856.205.0413



Franklin Township Board of Education
Indoor Air Quality Inspection Report
District Administration Building

Epic Project No. 17-3157

September 14, 2017

e lotal mold counts tound in green indicate a total airhosne mnld fevel NEAR or BELOW the outside
& lotal mold counts found in red indicate 2 toa] airhoree mushd kel significantly ABOVI the ootside

Sample Data Summary

Sample Data Summary

Air Sampling

Air Samples

Aungust 29, 2017

, Air Sample Location

_ Airborne Mold Concentrations (spores/m)

R otal  Individual Mold Concentrations
- Staff Room 80 Basidiospores 8
Ascospores 200
Business Administrator’s Office 3,480 Cladosporium 80
e s g~ ol Myxamycetes 8
| Superintendent’s Reception Area 80 Basidiospores - I
Ascospores 36,400
Outside near Main Entrance 40,160 Aspergillus/Penicillium 200
Basidiospores 2,400
Cladosporium 600
Myxomycetes 80
Pithomyces 400
Oidium 80

and may be an indicator of active mold growth.

¢ ludividual molds listed in green indicate an indi ic

level.

s Individual molds hsted in purple were not found in the kachground sumple. but not considered evidence of a w

issue or active mold growth.
= Individual molds listed in red indicate an individual airbome moki Jeyel significamtly ABOVE the outside (background)

level. and may be an indicator of active mold growth in the uren

SAFETY

(bachgroundy tevel
thackground) level.

Jaal airbome mohd level NEAR or BILOW outside the (background)

aler moisture
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Epic Environmental Services, LLC
Tele: 856 205 1077

1930 Brown Road

Wiwvw.epic-env.com

Newfield New Jersey 08344
Fax: 8562050413



EMSL Analytical, Inc.

200 Route 130 North Cinnaminson NJ 08077

Phone/Fax (800) 220-3875 / (B56) 786-0262
hitp/Awww . EMSEL com / cinnmicrolab@ems|.com

o

Order ID 371718288 )
Customer ID EFICB2
Customer PO 17-3157

Project ID

-

Nc discarnatie 1'eld blana was submittad with this group of sampias

(Attn: Jim Eberts Phone (856) 205-1077
Epic Environmental Services LLC Fax (858) 205-0413
1930 Brown Road Collected 08/29/2017
Newfield NJ 08344 Received 08/29/2017
Analyzed 09/06/2017
\Proj: Franklin Twp BOE- Annual 1AQ Inspections- Admin Bldg J
Test Report: Micro-5('*) Analysis of Fungal Spores & Particulates by Optical Microscopy (Methods EMSL 05-TP-003, ASTM D7381 )
Lab Samplo Number: 371718288-0001 371718288-0002 371718288-0003
Client Sample ID: A-01 A-02 A-03
Volume (L): 25 25 25
Sample Lacation: Staff Room Business Admin Office Supr Reception
_Bﬂlﬂ_cmml___cgunﬂm:___%_nmml__ﬁaw Count Count/m? % of Total | Im3 9
Altemaria - : - i . - 3 - i - - R ¢ -
Ascospores - 2 200 556 1 80 100
Aspergillus/Penicillium 3 - - - - - - - -
Basidiospores 1 80 106
Bipolaris++ - - - - - - - - -
Chaetomium : . - - - -
Cladospoerium ¢ - - 1 80 222 - - -
Curvulana
Epicoccum z - - - - - - -
Fusarium -
Ganoderma % - . - . - -
Myxomycetes++ ! 80 222
Pithomyces E & : T - - S -
Rus! -
Scopularlopsis : : - - - - 2
Stachybotrys
Toruta = > 4 - 3 .
Ulocladium
Unidentifiable Spores : * 2 - - - -
Zygomycetes % - :
Oidium < = = - . . - - -
Total Fungi 1 80 100 4 360 100 1 80 100
Hyphal Fragment - - - = - - - - -
Insect Fragment = 5 -
Pollen - - - 1 80 - - - -
Analyl Senstivity 600x . 80 - 82 80
Analyt. Sensitivity 300x - 40° - 40 - - 40° -
Skin Fragments (1-4) . 2 2 1
Fibrous Parficulate (1-4) - 1 - = 1 - - 1 -
Background (1-5) - 1 - 1 1
et
Bipolaris e - - Bipolaris Drechslera T aserohslam \/\I‘—(.JLN—.* JA"KKQ’.—D
Mhyaomyeetes=+ = Myomy cetestPericonia Smut

Vincent luzzolino, M S Laboratory Director
or Other Approved Signatory

Hign eveis of backgmund pamiculate can gbscura SEOres and oiner pariculates leading to underestmat or Gacagrourd leveis of 5 naicate an overloacing of nacigrourd part.culates promibiing accurate
datectior and quantificaticn Sresunt Spares cetected an overioaded samples Rasuils ara ret biank coracted vn 15 olherw s# noled Tne detecton imit s 25Uai 10 one fungal spare sinucture poden fpar

paruicle or nsezt kagment -

Dencres paricies fourd at JG0X *.* dencles qot detected EMSL mantains 1an fy imtecto tos! ol aralysis Tnsrepon relatas anly tolhe 3amples reportad asove and may not

be reproGuced except n full without writen appraval by EMSL EMSL nears 1o resgonabilty 'or sample coliect on activtes or A1 CAl Methon imdal 9ns interpratation anc use of 1251 ‘E3unts Aig the

eSECNG D ity of the zlent  Samplas received m 900d ConaILen uniass olhamw se ngieo

Sampies anatyzed by EMSL Anatytca Ing Piscataway NJ

‘ inial report from 09/06/2017 10:31 17

-

For Information on the fungt fisted in this report please visit the Resources section at vavw emsl com

Test Report SPVER3-7 304 Printed 9/06/2017 1031 17AM
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EMSL Analytical, Inc. o Prorveve——
200 Route 130 North Cinnaminson. NJ 08077 Customer ID = ‘3016527
Phone/Fax (800) 220-3575 / {856) 785-0252 Customer PO -
http /iwwys EMSL com / cinnmucrolab@ems!.com Project 1D J
(Attn: Jim Eberts Phone (856) 205-1077 3
Epic Environmental Services LLC Fax (856) 205-0413
1930 Brown Road Collected 08/29/2017
Newfield NJ 08344 Received 08/29/2017
Analyzed 0G9/06:2017
\Proj: Franklin Twp BOE- Annual IAQ inspections- Admin Bldg J
Test Report: Micro-5(™) Analysis of Fungal Spores & Particulates by Optical Microscopy (Methods EMSL 05-TP-063, AST# D7391 )
Lab Sample Number: 3747182830004
Client Sample ID: A-D4
Volume (L): 25
Sample Location: Qutside 8y Entrance
Altemaria - 3 . A
Ascospores 455 38400 306
Aspergillus/Penicillium 2 200 0.5
Basidiospores 30 2400 8
Bipolaris++ - - -
Chaetomium - - -
Cladasporium 8 80C 15
Curvulana . - -
Epicoccum - 2 -
Fusarum = - -
Ganoderma - 23 -
Myxomyceles++ 1 80 02
Pithomyces 5 400 1
Rust - . -
Scopulaniopsis - -
Stachybotrys i .
Torula 7 = s
Ulocladium - -
Unidentifiable Spores - - -
Zygomycetes 7 . -
Cidium 1 80 0.2
Total Fungi 502 40160 100
Hyphal Fragment = - 2
Insect Fragment = )
Pollen 2 200
Analyt Sensitivity 600x - 80 .
Analyt. Sensitivity 300x 2 40* -
Skin Fragments (1-4) - 1 -
Fibrous Particulate (1-4) -
Background (1-5) . 2

Bipolaris= -~ Bipolans Drechslera Lyserobitum W %

Muvomicetes~= = Ms xomueetes Periconia S

i K i or
Nz ascerrabe fa g plark was submtted winths greup of samges Vincent luzzolino. M § Labora‘ory Direct
or Other Approved Signatory

High leveis of 5acigroune partculata can obscure spares ang ofte pamiuates advgio Lrobrestmatior Bataziouna ‘evels of §irgicate ar cvericadng of fazkg auna paikyiates DroS¢ing actlrate
Qeieclion and quantification Presert = Spores delected or cuurinaden SBMpIRS ResLOS AN L4t TIdny LITIETIBT yaless CIErNIse Aol The satectc mi s2qual!o ote k 130078 Aluciue pelen fder
pamce o nsect ragmest * Denotes paricas found 31 300X *° genotes ol 2e'eilee EMSL mareains haL ty wded 1o cost of a2alys.s Tous reper teistes any 10 the samglel i@a3mes Ad3ee ard Ty "¢t
be reprocuted eacept Al witndut artten apTityal by SMS. EMSL bedrs s RIDINSDiity o Samsie solection Akt €5 O araguca’ mettod imtators rie CTelanon and Lsa ot 18s! rasunts 3 2 tre
fosponz@idy af the clert Samplas recdivad 0 §osC 2ENI19n Jniass Clrerwiss aptes

Samoes analyzed by EMSL Anaytea e Pscalaway My

Qnmal report from 09/06/2017 10 31 17

o

For Information on he fungs fisted in this report please visit the Resaurces section at wwwy emsl com
Test Report SPVER3-7 304 Printed 9/08/2017 18 21 17AM Page 2 of 2



OrderID: 371718288

Rr{JFWt”

Environmental Microbioclogy Chain of W%'mgf'fm*” W M.
Custody wﬁémm E\l 031?6%

- ,,.,m'. - EMSL Ocder Numberaas vso onry): mﬁﬁ ol

i Q11 FI8IBY

Company: Epic Ervironmental Sarvces, LLC EMSL-BH to: ) Samel_] Different

1£ 818 1o is Disarend rale METUEHITE I Comments™
Streat: 1030 Brown Road Thied Party Biiing reqeares writion suthonzaton from i id party

City' State/Zip: Nowtiold, NJ 08344
Report To (Nama): Jamas Eberts ax: 858.205-D413
Telephona: 356»265167? Emall Address: iehensHopic. cmcam
Fmiaet . Franklin Twp BOE ~ Annual lAQInspecttons :
-mammwumm Purchasoe Order: 17-3157 plos Tak
' Tumsround Time (TAT) Options* - PleaseCheck T SRR [ 4
nuwr [ ) Tz ¥

Hon Cuiturable Air Samples Bporn Traps) _ I _ .

00T A:OCal | v BT Alegro M2 » 004 Allsrgervo v Mo Allsgenca D | o @172 Varea Trap
¢ D48 BisSis * 003 Builard » Moas Cyclexn ¢ K002 Cyclox-d
o O3 ticra & & W14 MoSnap « BUIY$ Felis Smarnt @ M50 Via-Cell
| Other Wicroblology Tos! Codes
¢ #aay Fungst Direct Exarmingtion o4 Endataxin Anbiyeie o Mu39 Enterncncei
+  BOOS Visble Fung 1D and Count ¢+ Mo15 Heterotraphic Plate Ocurt »  M018 Fecal Ooldarm
*  MOGB Visble Fung D and Gaurd {Speciaton) | = MI8E Real Time Q-PCR-ERMI 38 v M133 WASA Analysis
v MOOT Culturable Fug +  Panel «  M028 Copeooctus nealormans
* M08 Cutureblé Fung (Speciation) *  M018 Total Cotform Detesbion
¢ K998 Gram Staw Culurshie Bactens {Merrbrane Fillration) e Bi120 Misloplasma capssdatan
¢ ROV Baclerial Count and 10 - 3 Rost +  Mo2e Fecal Straptococous Detoction
Prominent {Membrane Filtraticn) ¢ H033-8% Allorgen Testing
» MO Bactensl Courd and 10 ~ 5 kst = M210-215 Legionats Dotection e K04 Group Alergen
Prominent ¢ Mo28 Aecranlional Waler Scacen {Cai, Dog. Cockrpach. Dustmites)
|=_813 Sewago Contarmination in Bulldings = M027 Wheotoxin Analysis ¢ Oihar Sew Analybeal Price Guide
Praservation Wm
Namo of Sampie: James Eberts %mm of Satmpler: ﬂﬂun j}( / _
Sampla ¥ Sampie Location s‘?;;a Date/Tims Collacted
A- o\ Stat€ Rocin B m 30 ;m, lghalin 2915
A-2) Rugsinose Alw ctdirp A5L I 092.& |
_A~o3 Supf- Recepdi sn L5 6733
-0k Outsde bl Butrance] i 250 274

__End bF Si

- e —

' S AR D SN o A
CleatSamplag(er: | -0] —7 4'6% Yotal ¢ of Samplas | ¥/
Ralinguisned (Ctlant): Mw«/‘/g’ | o X/M/?? tme: (45 7
 Recenvaeteny: ) @ | ome: Y207 | vae: 2 S
Comments/Spocial Instructions: i
Centrofiod Do Env __.tuimh'ihgcm-ima 172 2000
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epicenvi

September 14. 2017

Mr. Thomas Rambone. CEFM

Facilities Manager

Franklin Township Board of Education
3228 Coles Mill Rd.

Franklinville. NJ 08322

RE: Indoor Air Quality Inspection Report
Reutter Elementary School
Epic Project No. 17-3157

Dear Mr. Rambone:

Epic Environmental Services, LLC ( Epic) was retained by the Franklin T ownship Board of
Education (District) to perform an indoor air quality inspection at the Reutter Llementary School.
I'he investigation consisted of a visual inspection and the collection of temperature. relative
humidity. and carbon dioxide data.

The visual inspection focused on signs of moisture. sater intrusion. and visible mold growth.

Temperature. relative humidity. and carbon dioxide data was compared to current New Jersey
Indoor Air Quality and industry standards.

Epic Environmental performed the inspection on August 23 and 29, 2017,

Acceptable Temperature, Relative Humidity, and Carbon Dioxide Criteria

Acceptable Indoor Temperature Range: 68° - 79° Fahrenheit
Carbon Dioxide Trigger Level for Corrective Action: 1,000 ppmn
Ideal Relative Humidity Range: 30-60%

Fach occupied space and classroom was mspected.  Please sce the following page for a summary
of observations and recommendations:

lle__ALTH SAFETY ENVIRONMENT
Epic Environmental Services. LLC 1930 Brown Road Newfield New Jersey 08344
Fax:B856.205.0413

Tele. B56.205.1077 www.eplc-env.com
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Indoor Air Quality Inspection Report

Reutter Elementary School

Epic Project No. 17-3157

September 14, 2017

Observations / Recommendations

®  Minor staining was observed on a ceiling tile in the Gymnasium. Indoor air quahity regulations
require that wet and/or stained ceiling tiles must be replaced within 48 hours of discovery.,

® Temperatures were within the normal range.

¢ Carbon Dioxide concentrations were within normal limits.  The rooms were largely unoccupied
at the time of the investigation. The best time to e aluate the effectiveness of a ventilation
system’s ability to provide sufficient fresh air is when a room is operating at normal oceupancy.

°  Airsamples for mold were collected in several rooms in the school.  Airborne mold
concentrations were near or below outside (background) levels.

Please do not hesitate to contact me at 856-205-1077 should you have any questions.
An invoice for the completed project is enclosed.
Regards.

&/
James [berts
President
Epic Environmental Services. [.1.(

HEALTH SAFETY E_f‘_l?u_’lR_ONMEN'!'
pr:éz;xronr.n;nrnl Services. LL.C 1930 Brown Road Newfield. New [ersey 08344

Tele 856.205 1077 WWwW.epic-env.com Fax:856.205.0413



Franklin Township Board of Education
Indoor Air Quality Inspection Report
Reutter Elementary School

Epic Project No. 17-3157

September 14, 2017

Sample Data Summary

Sample Data Summary

Air Sampling

Air Samples August 29, 2017
Air Sample Location | Airborne Mold Concentrations (spores/m?3)
S n (Total | individusl Mold Concentrations
Ascospores 80
Room 28 1,560 Basidiospares 1,400
[ ss® C= =N o ______Myxomycetes 80
Ascospores 1,700
Room 139 4,460 Basidiospores 2,200
Cladosporium 400
Pithomyces 80
o s Rust __77_______§C_)q ]
Ascospores 1,300
Media Center 4,260 Basidiospores 1,300
Cladosporium 1,200
Myxomycetes 300
Rust 80
i Tolura ) 80
i Alternaria 80
Outside by Boiler Room 81,840 Ascospores 76,400
Basidiospores 6,800
Ganoderma 200
Myxomycetes 80
Pithomyces 80

and miay be an indicator of active mokl growth

o Tndividual miolds fisted in green indicate an indiy iduat sirborne mold level NEAR or BELOW

level

15sue or active mold growth.

level. and may be an indicator of active mold eroatl: in the arca

Total mold counts found in green indicate a wtal airboene mold kevel NEAR or BET OW the outside (background) level
Total muld counts found in red indicate a totaf airborne mold fevel significantly ABOVE the outside (background) level.

outside the (backgroundy

Indiy iduad molds fisted m purple were not fonnd in the hachground sumple. but not considered evideiee ol g water moisture

Individual molds listed in red indicate an indm iduad airborne mold level significantly ABOVL the outside ¢hackeround

Mold spore concentrations were below background {outside) levels.

HEALTH a=u i l_al] 7

Epic Enwrr_c;n-memal Services. LLC

SAFETY
1930 Brown Road
Tele: 856.205.1077 WWw.epic-env.com

ENVIRONMENT‘

" Newfield. New Jersey 08344
Fax: 856.205.0413




Reutter Elementary School

N B
2 L -
< & £ lg
S E k) F E [£56
;E, o ) 3 :,:_3 2 ‘é‘ §
= g8 2 e v |2 2| £
£ s% 3| 8| 2 |§¢8l % &
S SEl 2| 5| S |55 5 3
[ w £ 5 - £ 19| > 2
Main Office Suite NO NO OK OK OK OK
Principal's Office NO NO OK OK OK (0] 4
Kitchen NO NO QK 0K OK oK
Cafeteria NO NO (8] OK OK oK
Gymnasium YES NO (6] 4 0K OK OK__{From Roof, Minor Ceiling Staining
School Resource NO NO OK 0K OK OK
Conference Rm NO NO OK OK oK OK
Faculty Lounge NO NO OK OK 0K OK
Room 1 NO NO 0K OK 0K OK
Room 2 NO NO OK OK OK OK
Room 3 NO NO OK 0K OK OK
Room 5 NO NO oK OK OK 0K
Room § NO NO OK OK OK OK
Room 11 NO NO OK OK OK OK
Room 12 NO NO OK OK (0] 4 OK
Room 13 NO | NO | ok | ok | oK | ok
Room 14 NO NO 0K OK OK OK
Room 15 NO NO OK OK OK OK
Room 16 NO NG OK OK oK OK
Room 17 NO NO (8]¢ 0K oK OK
Room 18 NO NO OK (014 OK OK
Room 19 NO NO 0] 4 OK OK oK
Room 20 NO NO OK 0K OK OK
Room 21 NO NO OK 0K OK (0]¢
Room 22 NO NO OK OK 0K OK
Room 23 NO NO OK OK oK 0K
Room 24 NO NO 0K OK OK OK
Room 25 NO NO OK OK OK OK
Room 26 NO NO OK OK OK OK
Room 27 NO NO 0K OK OK (616
Room 28 NO NO 0K OK OK 0K
Room 29 NO NO OK OK OK OK
Room 30 NO NO OK OK OK 0K
Room 36 NO NO OK OK OK OK
Room 37/38 NO NO OK OK OK 0K
Room 41 NO NO OK 0K 0K OK
Room 42 NO NO 0K OK OK 0K
Room 43 NO NO OK OK OK OK
Room 44 NO NO OK 18] 4 OK (014




Reutter Elementary School
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EMSL Analytical, Inc.

200 Route 130 North Cinnaminson. NJ 08077
PheneiFax (800) 220-3675 / {856} 786-0262

S htlp /fwww EMSL com / cinnnicrolab@emst com

Project ID

Order 1D 37171829
Customer ID EPIC62
Customer PO 17-3157

ﬁmn: Jim Eberts

Phone {B55) 205-1077
Epic Environmental Services, LLC Fax (8563 205-p413
1930 Brown Road Collected D8/25/2017
Newvfield NJ 08344 Recewed 08/29/2017
Analyzed 0%/06/2D017
&toj: Frankiin Twp BEOE- Annual 1aQ inspections- Reutter ES
Test Report: Micro-5(™) Analysis of Fungal Spores & Particulates by Optical Microscopy {Methods EMSL 05-TP-003, ASTM D7391)
Lab Sample Humber: 371718291-0804 3717182510002 371718291-0003
Citent Sample {D- R.04 R-02 R-03
Volume {L{: 25 25 25
Sample Location: Room 28 Raom 1% Library
—Spore Types | Ra. Lountmi ¢, 0€Tes 2 untm? % nfT : S
Altemana - - & = 5 : £ B E
Ascospares t 2D 51 21 17C0 3E 1 15 1302 WS
AspengillusPenicifium - - - - - - - -
Basidiospores 17 1400 397 27 2200 493 % 1300 ®s
B'@ala;is'-z—-b - 2 5 s 2 & 2 L
Chaelomium . - - . s :
Cladasporium - - & 400 ] 15 1200 282
Cunadana - -
Epicoccian i : 3 % - -
Fusarium -
Ganoderma $ £ - 3 ~ - - =
Myxomycetas++ ! g 51 - : : 4 360 7
Pithomyeas ; - 1 89 18 . g =
Rust - 1 80 13 1 PO 15
Scoputariopsis - - - - - -
Stachybotrys - - . -
Toquta - - - - - 1 80 1.9
Uiocladium -
Unidentifiable Speres - - - - -
Zvgomycetes - - - : ) . . - .
Total Fungi L] 1560 100 85 4460 100 53 4260 100
Hyphal Fragment - 5 500 - 2 260 -
Insect Fragment - - - - - - -
Pollen - - - . -
Analyt. Sensitivity 600x - 80 i E &g 2 - 80 -
Anaiyt Sensifivity 36Dx 49* . 50" 10"
Skirr Fragments {1-4} . 1 5 S 1 - 2 -
Fibrous Particulate {1-4) - g 1 1
Background (1-5) - 1 2 - 2 1 :

Bipolan:s— = Bipolans Drechslera Excesohihum
Myxomycetes— = Myxourycete: Perconra Sany

NO ¢ scemas e fie-d Blank w3s submites wiek s group cof samples

ot Tl

Vincent fuzzolino, M S . Laboratory Director
or Other Approved Signatory

PIIde o msex fagmee Cenates parncies oung a1 300 *-* gencees net catected EMSL mareans tabdty frtaa to cosd of anaiyss Ths repor relafes oniy to the Samyies repcmed 3bowe 30d may not
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EMSL Analytical, Inc. s 371718291 )

Customer ID EPICB2

200 Route 130 North Cinnaminson. NJ 08077 2eals
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hito/iwww EMSL com / cinnmicrolab@ems!.com Project ID J
(ttn: Jm Everts Phone (858) 205-1077 )
Epic Environmental Services LLC Fax (B55) 205-0413
1830 Brown Road Coliectad 08/29/2017
Nesfield NJ 08344 Received 08/29/2017
Anaiyzed 08/06/2017
kProj: Franklin Twp BOE- Annual IAQ Inspections- Reutter ES J
Test Report: Micro-5(™) Analysis of Fungal Spores & Particulates by Opticai Micrescopy (Methods EMSL 05-TP-003, ASTM D7391)
Lab Sample Nunibar: 371718291-0004
Client Sample 10: R-04
Volume {L): 25
Sampig Lotation: Outside By Front Ent
| SporeTvpes | RawCount  Countm?® % af Tata)
Alternaria 2’ [ 80" “FEh had
Ascospores 932 74500 912
Aspergillus/Peniciltium 3 & -
Basidiospores 85 5800 83
Bipolaris++ - - -
Chaetomium - E -
Cladosporium . - -
Cumvulana - -
Epicoccum - -
Fusanum 3 - -
Ganoderma 3 200 02
Myxomycetes++ 1 80 o1
Pithomyces 1 80 01
Rust 2 - -
Scopulariopsis - - -
Stachybotrys 2 - -
Torula 2 - -
Ulocladhum - . .
Unidentifiable Spores - - -
Zygomycetes - - -
Total Fungi 1024 81840 100
Hyphal Fragment e - -
Insect Fragment - -
Pallen 5* 200° G
Analyt. Sensitivity 600x - 80 -
Analyt Sensitivity 300x - 40° -
Skin Fragments (1-4) . 1 -
Fibrous Particulate {1-4) - 1 i
Background {1-5) - 1

ooy
Bipolarss« - = Bipetans Drechstera Txserohulum w

Mysomnvetes - = Myromyeetes Pencania Smut
or
M5 csoarmaple il Black wes Subrmiied Wil Ihs roip of sampfes Vincent luzzolino, M S | Laboratory Direct
or Other Approved Signatory
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September 14, 2017

Mr. Thomas Rambone, CEFM

Iacilities Manager

Franklin Township Board of Education
3228 Coles Mill Rd.

Franklinville, NJ 08322

RE: Indoor Air Qaality Inspection Report
Main Road School
Epic Project No. 17-3157

Dear Mr. Rambone:

Lpic Environmental Services, LLC (Epic) was retained by the Franklin Township Board of
Education (District) to perform an indoor air quality inspection at the Main Road Elementary
School.  The investigation consisted of a visual inspection and the collection of wemperature.
relative humidity. and carbon dioxide data.

The visual inspection focused on signs of moisture. water intrusion. and visible mold growth.

I'emperature. relative humidity. and carbon dioxide data was compared to current New Jersey
Indoor Air Quality and industry standards.

I'pic Environmental performed the inspection on August 25 and 29. 2017,

Acceptable Temperature, Relative Humidity, and Carboen Dioxide Criteria

Acceptable Indoor Temperature Range: 68° - 79° Fahrenheit
Carbon Diexide Trigger Level for Corrective Action: 1,000 ppm
Ideal Relative Humidity Range: 30-60%

Fach occupied space and classroom was inspected.  Please see the details on the following page
for visual or air quality data abnormalities:

SAFETY ENVIRONMENT

1930 Brown Road ‘Newfield, New Jersey 08344
: Fax. 856.205.041 3

HEALTH

Eplc; Environmental Services. LLC
Tele: 856.205 1077 : WWW.epIC-env.conl



Franklin Township Board of Education Page 2
Indoor Air Quality Inspection Report

Main Road School

Epic Project No. 17-3157

September 14, 2017

Observations / Recommendations

®  Minor staining was observed on a ceiling tile in the main office conference room. Indoor air
quality regulations require that wet and’/or stained ceiling tiles must he replaced within 48 hours
of discovery.

® Anobject was observed on the unit ventilator grate in Room 4. ltems should not be placed on
the grate, as it will decrease the airflow and efficiency of the unit.

¢ Temperatures were within the normal range

e Carbon Dioxide concentrations were within normal limits. The rooms were largely unoccupied
at the time of the investigation. The best time to evaluate the effectiyeness of a veatilation
system’s ability 1o provide sufficient fresh air is when a room is operating at normal occupancy

e Airsamples for mold were collected in several rooms in the school. Airborne mold
concentrations were near or below outside (backeround) levels.

Please do not hesitate to contact me at 856-205-1077 should you have any guestions.
An invoice for the completed project is enclosed.
Regards.

Norer 7 Efe s

"~ James Eberts
President
E:pic Environmental Services. [ 1.C

HEALTH SAFETY ENVIRONMENT

Epic Enviranmental Services. LLC 1930 Brown Road 7 Newfield. New Jersey 08344
Tele: 856.205.1077 www epic-env.com Fax: 856.205.0413




HEALTH

Franklin Township Board of Education

Indoor Air Quality Inspection Report
Main Reoad Schoeol

Epic Project No. 17-3157

September 14, 2017

Sample Data Summary

Sample Data Summary

Air Sampling

Air Samples

August 29, 2017

Air Sample Location | Airborne Mold Concentrations (spores/m?)

: S Total . Andividual Mold Concentrations
Ascospores 5,800
Room 19 6,480 Basidiospores 300
Cladosporium 300

L Myxomycetes 80 |
Ascospores 1,400
Room 59 3,480 Aspergilius/Penicillium 200
Basidiospores 1,000
Cladosporium 800

L S P L R _ Myxomycetes =~ 80 |
Ascospores 800
Room 7 2,180 Basidiospores 800
5 - Myxomycetes o 500
Ascospores 16,200
Qutside near Main Entrance 16,680 Ganoderma 200
Myxomycetes 200

2 o

and may be an indicator o actise mold grow th,
¢ Indnidual molds listed in green indicate an indiy

leved,

s Individuad molds listed in purple were not found in the bachground sample.

isste or active meld growih

Totad mold counts tound 10 green indicute a total airborne mold oy I NEAR ar BELOW the outside (hachground) lesvel
Total mold counts found in red indicate a il wirborne mold tey ol significantly ABOVT the outside (bacharound) Jevel

dual airborne mold Jevel NEAR or Bl LOW outside the thachground)

but nor considered evidence of a water moisture

o Individual molds listed in red indicate an individual airburne mold fevel significantly ABOVE the outside {background)

fevel and may be an indicator of active mold gro

Epic Envitonmental Services, LLC
Tele: 856.205 1077

wih in the arca

SAFETY
1930 Brown Road

WWW.epic-eny.com

ENVIRONMENT

Newfield. New Jersey 08344
Fax: 856.205.041 3



Main Road Elementary School

]
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£ ) o1 2| 2|8 ® 5
z 88| E|g|28 £
£ g8 3| 8|£|58 =2 i
o SElg | E|l & |2 E t -
o I ] W |a@ o g o
o« w5 = 2 I U > 2
Main Office Suite YES | NO | OK | OK | OK OK Stained Ceiling Tile, Conf Room
Principal's Office NO NO | OK | OK | OK OK
Kitchen NO NO | OK | OK | OK OK
Cafeteria NO NO | OK | OK | OK 0K
Gymnasium NO NO | OK | OK OK OK
Faculty Work Room| NO NO | OK | OK OK OK
Speech Room 1 NO NO | OK | OK oK oK
Speech Room 2 NO NO | OK | OK | OK oK
Media Center NO NO | OK | OK OK OK
Nurse's Office NO NO | OK { OK oK OK
Room 1 NO NO | OK | OK OK OK
Room 2 NO NO | OK | OK OK OK
Room 3 NO NO | OK | 0K OK OK
Room 4 NO NO | OK { OK OK NO Object on Ventilator Grate
Room 5 NO NO | OK | OK OK OK
Room 6 NO NO | OK | OK oK OK
Room 7 NO NO | OK | OK OK OK
Computer Room NO NO | OK | OK OK 814
Art Room NO NO | OK { OK oK OK
Room 19 NO NO | OK | OK OK OK
Room 20 NO NO | OK | OK OK OK
Room 21 NO NO | OK | OK OK 0K
Room 22 NO NO | OK | Ok OK OK
Room 14 NO NO | OK | OK OK OK
Room 15 NO NO | OK | OK OK OK
Room 16 NO NO | OK | OK OK OK
Room 17 NO NO | OK | OK OK OK
Room 18 NO NO | OK | OK OK OK
Room 19 NO NO | OK | OK OK oK
Room 20 NO NO | OK | OK OK OK
Room 21 NO NO | OK | OK OK 0K
Room 22 NO NO | OK{ OK OK OK
Resource Room NO NO | OK | OK OK 0K
Room 61 NO NO | OK | OK oK 0K
Room 62 NO NO | OK | OK OK OK
Room 63 NO NO | OKj OK | OK 0K
Room 64 NO NO | OK | 0K OK OK
Room 65 NO NO | OK | OK OK OK
Room 66 NO NO | OK | OK 0K OK




Main Road Elementary School
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EMSL Analytical, Inc.

200 Route 130 North Cinnaminson, NJ 08077
Phone/Fax (800) 220-3675 / (856) 786-0262

http /iwww EMSL com / cinnmicrolab@emsl!.com

Order ID
Customer ID
Customer PO
Project ID

371718289 )

EPICB2
17-3157

/

(Attn:  yim Ebens

1930 Brown Road
Newfield NJ 08344

Epic Environmental Services LLC

Proj:  Franklin Twp BOE- Annual IAQ Inspections- Main Rd School

Phone
Fax
Collected
Received
Analyzed

(856) 205-1077
(856) 205-0413
08/29/2017
08/29/2017
09/06/2017

Test Report: Micro-5(™) Analysis of Fun

gal Spores & Particulates by Optical Microsco

py (Methods EMSL 05-TP-003, ASTM D7391)

Lab Sample Number:
Client Sampla 1D:
Volume (L)

Sample Location:

371718289-0001
M-01
25
Room 19

371718289-0002

M-02
25

Room 59

371718289-0003
M-03
25
Room 07

Altemaria -
Ascospores 73
Aspergiflus/Penicillium :
Basidiospores 4
Bipolaris++ )
Chaetomium
Cladosporium 4
Curvuiaria
Epicoccum
Fusarium
Ganodema
Myxomycetes++ 1
Pithomyces

Rus!
Scopulariopsis >
Stachybotrys
Torula
Ulocladium
Unidentifiable Spores »
Zygomycetes
Coelomycetes .
Total Fungi 82
Hyphal Fragment 2
Insect Fragment :

45

)

3480

402 10
57 -
287 i

23 [}

100 27

800 387

gao 404

500 229

Pollen 2

Analyt Sensilivity 600x -
Analyt. Sensitivity 300x .
Skin Fragments (1-4) -
Fibrous Particulate (1-4)
Background (1-5)

80
40°

Hipolaris - Bipolans Drechslera Faserhilum

Myvumicetass -

= Myxomyeetes Pesiconie Smat

N discernable field blank was supmitied wir s group of samglas

Vincent luzzolino. M S

Laboratory Director

or Other Approved Signatory

kugh avels of backgiound pariculate can cbscure spores and other particuiatess Is,

detastien and quantficalior Present = Spores de! an

particle o nsectfragment " Denotas paricies faund at 360X -
be reprozuced auzept n &l without wraten appraval by SMSL

@aponsib Lty of Ind chent Samples recoived n 300d sonditen unless ol envisa noleg
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EM3L dears rc RESTINYDILy O sample

3CING 10 underes! Maton Bacaground evels af Sindicate ar overloa
Rasusts a2 not blank terected uniass otherw sa ncted The datecton
-* danates ot cetecled EMS. mamiains a0ty tmied 1G tost = analys.s  This reper relates iy lotre samgies reganted ancve ang a3y
sellecton astivies o ana sial methed inmator s rleronetat on and use of tes! results are the

ng 3! 25thground particelates, prehiag ng accyrale
M 18 8Gua ‘0 9ne hngal spote striciute polien fhe
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EMSL Analytical, Inc.

200 Route 130 North Cinnaminscn. NJ 08077
PhonefFax (800) 220-3675 / (856) 786-0262
htto /www EMSE com / cinnmicrolab@ems!.com

Order iD:
Customer ID
Cusiomer PO
Project 1D

371718289
EPICS2
17-3157

TN

AN

Jim Eberis

Epic Environmental Services LLC
1930 Brown Road

Newfield NJ 08344

kProj: Frankhin Twp BOE- Annual IAQ Inspactions- Main Rd Schoo!

Pnone
Fax
Collected
Received
Analyzed

(856) 205-1077
(858) 205-0413
08/29/2017
08/29/2017
08/06/2017

Test Report: Micro-5(™} Analysis of Fungal Spores & Particulates by Optical Microscopy (Methods EMSL 05-TP-003, ASTM D7381 }

Lab Samgle Number:
Client Sample ID:
Volume (L):

371718289-0004
.04
25

Sample Location: Outside- 8y Main Entrance

592[2 I!!ﬂﬁﬁ Ral![ cﬂllﬂl cn"nﬂmi Bﬁ ﬂfIﬂ!aI
Altemaria - ' g
Ascospores
Aspergillus/Penicillium 5
Basidiospores -
Bipolaris++ = - 3
Chaetomium . - 3
Cladosporium
Curvularia
Epicoccum = o
Fusarium .
Ganodsrma 2 200
Myxomycetes++ 3 200 12
Pithomyces 2 5
Rust 5
Scopulariopsis -
Stachybotrys -
Torula e
Ulocladium 4
Unidentifiable Spares 2 - -
Zygomycetes = :
Coelomycetes 1 80 05
Total Fungi 208 16660 100
Hyphal Fragment = - -
Insect Fragment : E -
Pollen 2 200 2

Analyt Sensitivity 600x - 80

Analyt. Sensitivity 300x - 40°
Skin Fragments (1-4) - 1
Fibrous Particulate {1-4) - 1
Background (1-5) - 1

Bipolaris -= = Bipolanis Drechslera 't xserohilum
My vomneetes Periconia Smut

Myaomyeetes=+

No aiscemabis heid tlare was submitted wik tis group of satnp’ss

Nt T

Vincent luzzolino M S Laboratory Director
or Other Approvad Signatory

Tug* leveis of background Dartkuiate can obscure sposes and olher patt culdtes leadirg 10 uncarestmation Rack
deteinon ard quantfination Prasent = Speras dateztad or gverleadad sa 3 RasLa 208 not o'ans core!
oancie or nsedt ‘ragment " Derotes parucles faung a 230X . eenntes nc!
e raproduces exceptin full without artlen approval by EMSL EM5L cears no rasponsio sty Ky sameia solect-an Ao
fesponamiily of the chenl Samples ‘etnved 7 oo CONTILEN hwmes SIRecuise Notea

Samp gy dnarees by EMSL Anditeal Ine Piscaraway Ny

TIEY EMSL maviaing 130 0% ez 19 Cost 9t ana

57N leatls of B ndicate 30 S.ed0ading £f Dadagisurd pantculales Drendeng ccurate
283 2nery 52 ~cled The setachien I 5 @302l 10 SRk fungal spere Stutiure polen fibe
FES  TRiSreponreates 30y 12 e sAp.es repgtal avo.e anc ™y re
<UBS T ANGIyhial melhog Lavons PleISretalicn arg wse 018N 125uNs are tne
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OrderID: 37171828¢%

Environmental Microbiology Chain of

Custody
.. EMSL Crder Number.ss uss only):
S e 69
Compeny: Epic Environmental Services, LLC EMSL-Bifl jo: Y] same ] Diterss =~ U J
I B 1o /8 Detterard fale PRYTUESNS N Comments™
Street: 1930 Brown Boad Thd Party Biling tequires writlen authanizadon fom thind perty
City' 8tate/Zip: Nowliold, NJ 08344 3
Report To (Nama): james Ebarts Fax: 858 2050413
Telephone: 856-205-1077 Email Address: jeboris@epic- aly &0 A
| Project Namo/Number: Franklin Twp BOE - Annual 1AQ Inspections — Seheo|

b g Nori Culturable Air Samplea (Spore Yraps) e

[+ W00 Ax-O.Cel I « Mi73 AfegroMz " 004 Allsrgereo |+ M032 Allargenco-D ] o MI72 Versa Trap

¢ MD4s BasiS s M0O3 Burlewd * M24S Cyslex * MOO2 Cyelaxd

* MIB30 Micro 5 | 8174 WokSnoo s M8 Acle Smert | + M130 Via-Cel

Other illcmgmy Taut Codos

¢ KD4Y Fungal Dlrset Eximimation = 014 Endotoxin Anziysle »  MG28 Enfericcon

= WOOS Vieble Fung 1D and Court ¢ MO15 Heterstrephic Piafe Cowy * G189 Fecs Colform

. mvww ﬁxgg and Cobrd (Speciation) | « ;nw Rezl Tine Q-PCR-ERMI 38 *  M133 MRSA Analysis

. Culturable . 2! ° M08 Cryplococus neclvmans

¢ M008 Culurabla Fung (Speciaflon) +  Mo18 Towal Colforem Detestion

« W03 Gram Stai Culurabla Bactars {Mesmivone Filtration) ¢ K120 Hatoplasma capasdaiam

o MU0 Bactedal Geurd and 10 ~ § Mest *  Mo2d Facal Braptdeonus Detection

Promingni {Morrbrane Filirtion) °  B039-39 Allorgen Testing
*  HDV? Baclerial Courdt and 1D - § bios! = M310-215 Lagiorsila Dotectlon *  Bl0d4 Group Alergen
Prominsnt * 628 Arcrealional Waler Scrmen (Cai, BDog, Cochronch, Dustrrites)

» 8013 Sewage Contaring foation in Byildings « 8027 Myvotaxin Analysis =__ Other Bee Analybcs! Price Guide

Pmmioaﬂcm (Water):

Name ot sampier: _James Eberts &m of Sampler: MLW* }’QM
Sampio @ Sampls Location s %i  Asume Date/Thme Colisctod
M-p[_ Roen [§ VAN | iz ML 8hgl7_12)5 |
M-ol Rooi {75 a5¢L ’ (ALY
m-¢3 Koot o7 A5t ) | ThEse
o 10ulside by Magn Bulrdee - T L (24D

ey s et Samplr ] i

NS F * L ' N o T
oisangarter | M- —>MoF T Tiwwrotsmpe | (Z ) e
Rulnquhhd(ctmL A, po pwe: 2139/1 7 Time: (457

| Recoaessny. & u(b"b bue: o273 | rime: 25

Cotimtad Doxsmant - Epvirommosts) Uiobiobey COC - 64,0 - F1/23009
Page 1of | Pages
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epicenvir

September 14, 2017

Mr. Thomas Rambone. CEFM

Facilities Manager

Franklin Township Board of Eduecation
3228 Coles Mill Rd.

Franklinville. NJ 08322

RE: Indoor Air Quality Inspection Report
Janvier Elementary School
Epic Project No. 17-3157

Dear Mr. Rambone:

Epic Environmental Services, LLC (Epic) was retained by the Franklin Township Board of
Education (District) to perform an indoor air quality inspection at the Janvier Flementary School.
The investigation consisted of a visual inspection and the collection of temperature. relative
humidity. and carbon dioxide data.

The visual inspection focused on signs of moisture. water intrusion. and visible mold growth.

Temperature. relative humidity. and carbon dioxide data was compared to current New Jersey
Indoor Air Quality and industry standards.

Epic Environmental performed the inspection on August 23 and 29. 2017.

Acceptable Temperature, Relative Humidity, and Carbon Dioxide Criteria

Acceptable Indoor Temperature Range: 68° - 79° Fahrenheit
Carbon Dioxide Trigger Level for Corrective Action: 1,000 ppm
Ideal Relative Humidity Range: 30-60%

Fach occupied space and classroom was inspected.  Please see the details on the following page
tor visual or air quality data abnormalities:

SAFETY ENVIRONMENT

il Newfield New jersey 08344
Fax 856.2050413

HEALTH 4 » y
Epic Environmental Services. LLC 1930 Brown Road
Tele B56.205 1077 WWW.epIC-env.com .



Iraunuun 1UWHMID DOATS OF Lducation Page 2
Indoor Air Quality Inspection Report

Janvier Elementary School

Epic Project No. 17-3157

September 14, 2017

Observations / Recommendations

®  Dust build-up was observed on air supply registers in the kitchen, Main Office Suite. and Media
Center.  These registers should be cleaned and put on a routine cleaning schedule.

*  Carbon Dioxide concentrations were within normal limits.  The rooms were largely unoccupied
at the time of the investigation. The best time to evaluate the cffectiveness of a ventilation
system’s ability to provide sutficient fresh air is when a room is operating at normal accupancy.

©  Airsamples for mold were collected in several rooms in the school.  Airborne mold
concentrations were near or below outside (background) levels.

Please do not hesitate to contact me at 856-205-1077 should vou have any questions.
An invoice for the completed project is enclosed.

Regards.

Nawer > Efe 2

~James Lberts
President
Lpic Environmental Services. 1 1.¢

HEALTH SAFETY ENVIRONMENT

Epic Envitonmental Services. LLC 1930 Brown Road Newfield. New Jersey 08344
Tele: 856.205 1077 www epic-env.com Fax:856.205.0413
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Epic Environmental Services, LLC
Tele: 856 205 1077 wWww.epic-env.com

rrankin loewnship Board of Education Sample Data Summary
Indoor Air Quality Inspection Report

Janvier Elementary School
Epic Project No, 17-3157
September 14, 2017
Sample Data Summary

Air Sampling

Air Samples August 29, 2017

1
Air Sample Location | Airborne Mold Concentrations {spores/m?)
e 2 Total  individual Mald Concentrations
Ascospores 1,700
Room 9 4,460 Basidiospores 2,200
Cladosporium 400
Pithomyces 80
. T o ___ Rust e = B0
Ascospores 1,200
Room 19 2,780 Basidiospores 1,500
[ 4 Cladosporium . 80
Room 33 1,100 Ascospores a00 |
- Basidiospores 700 _
Ascospores 37,800
Outside by Front Entrance 44,080 Basidiospores 4,500
Cladosporium 1,400
Ganoderma 80
Myxomycetes 300

Total mold counts found 1o green indicuie o total airborne mold lesel N AR or BI OW the outside (bachgrounds fes ¢l

= It mold counts found in red indicate a totl airborae mold level significantls ABOVE: the outside thackground) level.
and may be an indicator of active mold growth

*  Individual molds listed in green indicate an individual ithorie mold lexel NEAR or BELOW outside the thackground)
Tevel.

s Individual molds listed in purple were uot found in the background sample.

issue or active mold growth
o Individual molds listed in red indicare an individual airborne mold jevel significantly ABOVE the outside ibuchground)

Tevel. and miy be an indicator of active mald growth in the area

but not considered evidence of a water moisture

SAFETY ENVIRONMENT
i 1930 Brown Road Newfield. New Jersey 08344

Fax:856.205.0413



Janvier Elementary School
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Main Office Suite NO NO | OK | OK | OK NO_|Slight Dust Build-up on Supply/ReturnReg
Nurse's Office NO NO | OK | 0K oK OK
Kitchen NO NO | OK | OK | OK NO [Heavy Dust Build-up on Supply Reg
All Purpose Room NO NO | OK | OK | oK oK
Media Center NO NO | OK | OK | ok NO |Dust Build-up on Supply Reg
School Resource NO NO | OK | OK | oK OK
Faculty Lounge NO NO | OK | OK | ok oK
Room 1 NO NO | OK | OK | ok OK
Room 2 NO NO | OK | OK OK OK
Room 3 NO NO OK | 0K 0K 0K
Room 4 NO NO OK | 0K 1014 0K
Room 5§ NO NO 0K oK OK 0K
Room 6 NO NO OK | OK (0]4 0K
Roomn 7 NO NO OK | OK OK OK
Room 8 NO NO OK 0K oK 0K
Room 9 NO NO OK OK 0K OK
Room 10 NO NO OK OK 0K oK
Room 11 NO NO OK 0K OK 0K
Room 12 (Music) NO NO | OK | OK | Ok OK
Room 13 NO NO oK OK 0K OK
Room 14 NO NO OK | OK 0K OK
Room 15 NO NO OK | OK oK OK
Room 16 NO NO OK | OK OK OK
Room 17 NO NO OK | OK oK OK
Room 18 NO NO OK | OK OK OK
Room 19 NO NO OK | OK oK 0K
Room 20 NO NO OK | OK 0K (0} ¢
Room 21 NO NO OK | OK OK 0K
Room 22 NO NO OK | OK OK 0K
Room 23 NO NO OK | OK OK OK
Room 24 NO NO OK | OK 0K 0K
Room 25 NO NO OK | OK 0K OK
Room 26 NO NO OK | OK OK 0K
Room 27 NG NO oK | OK OK 0K
Room 28 NO NO | OK | oK OK (014
Room 29 NO NO | OK [ OK | OK 0K
Room 30 NO NO | OK | Ok OK 0K
Room 31 NO NO 0K | OK OK OK
Room 31 NO NO | OK | OK OK oK




Janvier Elementary School
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EMSL Analytical, Inc. S arieee )
200 Route 130 North Cinnaminson. NJ 08077 Customer ID 1EP 1062
Phone/Fax. (800) 220-3675 / {856) 786-0262 Customer PO 3387
http /iwww EMSL com / cinnmicrolab@ems! com Project ID y
(Attn:  Jim Eberts Phone (856) 205-1077 k
Epic Environmental Services LLC Fax (856) 205-0413
1930 Brown Road Collected 08/2912017
Newfield NJ 08344 Received 08/2912017
Analyzed 09/06/2017
\Pﬂj: Frankhn Twp BOE- Annual IAQ Inspections- Janvier ES )
Test Report: Micro-5(™) Analysis of Fungal Spares & Particulates by Optical Microscopy (Methods EMSL 05-TP-003, ASTM D7391)
Lab Sample Number: 371718290-0001 371718230-0002 37171823¢-0003
Client Sample ID: J-01 J-02 Jo3
Volume (L): 25 25 25
Sample Location: Room 9 Room 19 Room 33
——————Spore Tvpes | Raw Count . Counbina® % of Total | t P | BawCount  Copmtim® % of Total
Altemaria - : - § - - ; iR : X 5 4 = : 5
Ascospores 21 1700 381 15 1200 432 5 400 364
Aspergiltus/Penicillium - - - . - - s - =
Basidiospores 27 2200 453 18 1500 54 g 706 836
Bipolaris ++ - - - - . . - 5 3
Chaelomium - - - . - . - -
Cladosporium 5 400 g 1 80 28 - - -
Curvularia - - = . -
Epicoccum = - - - - - - - -
Fusarium ) )
Ganoderma - - - - - - - 2
Myxomycetes++
Pithomyces 1 ee 18 - - - - . -
Rust 1 80 18 : )
Scopulariopsis : = - - - - - - -
Stachybotrys -
Torula - - -
Ulecladium
Unidentifiable Spores - - - - -
Zygomycetes . . -
Total Fungi 65 4460 100 35 2780 100 14 1100 100
Hyphal Fragment - - - - . . . .
Insect Fragment = - - - - - -
Pollen - - . L - . : R
Analyt. Sensitivity 600x - &0 - g 80 - - 80 -
Analyt Sensitivity 300x . 40° - 40" - 40°
Skin Fragments (1-4) - 1 - - 1 . - 1 -
Fibrous Particulate (1-4) : 1 - 1 - 1
Background (1-5) - 1 - - 1 - - 1 -

——
Bipolania - Ripolaris Drechslera b aserohstum w
Myvomyeetes® ¢ = Myvamyeetes Peniconia Smat >

Nc discernable f.ela tlank vas submitted with this graup of samg es

or Other Approved Signatory

Vincent fuzzolino M S . Laboratory Director

Higr igvels of backgiound Danticulate tan opscure Spores and ciror partzutales 23dmg 13 urderestmation Background ‘evels of 5 .naicats ar ouve: eacing of nacagrourd partculates pronbs ng accurata
deteCiton ano quantification Presen = Speres detacted an overigaded sampies Rusuits are not banx Cled unass cirerw se nole¢ Tne datector imd s 8qual 1o eng ungal spere structure polien Abe:
particie of nsect ragment “™ Derctes parficles fourc at 300X ** denctes W detected EMSL martang 1 at ity imiea ts sost af anaysis This repart re afes 3y 10 the sampes eponec atirie ang may ne*
be reproducen excent n ull without witten approvai by EMSL EMSL ears 1o responsibhity for sam kle caliecton ativihes or 3ndiyt cal method tmilal ons rerprear 1 Arg J5€ 108 "esurs ara n,
respunsibikty of the chent Sampies recewed in goog esndition uness otherwise 1otec

Sarples aratyzec by EMS. Anatytcal ing Piscataway NJ

(Inihal report from 09/06/2017 09 40.23

p—-—

For Information on the fungi tisted in this report please visit the Resources section at www emsl com

Test Report SPVER3-7 304 Printed 9/06/2017 09 40 23AM Page 10f2



EMSL Analytical, Inc. Order 1D 371718290

200 Route 130 North Cinnaminson. NJ 08077 Customer iD EPiCSz—
Customer PO 17-3157

Phone/Fax. (800) 220-3675 / {858) 786-0262
http /www EMSL.com / cinnmicrolab@ems).com Project ID

AN

Phone (856) 205-1077
Fax (856) 205-0413
Collected 08/29/2017
Recewvad 08/29/2017
Analyzed 09/06/2017

(Attn: Jim Eberts

Epic Environmental Services, LLC
1930 Brown Road

Newfield, NJ 08344

| Proj: Franklin Twp BOE- Annual IAQ Inspections- Janvier ES

Test Report: Micro-5(™) Analysis of Fungal Spores & Particulates by Optical Microscopy (Methods EMSL 05-TP-003, ASTM D7391)

Lab Sample Number: 371718290-0004
Client Sample ID: 1-04
Volume (L): 25
Sample Location: Outside By Front Entr

| SooreTvpes ! RawCount  Countim? %hofYotal
Alfemaria - 3 - ! &
Ascospores 472 37800 858
Aspergillus/Penicillium - - -
Basidiospores 56 4500 102
Bipolaris++ - 5 A
Chaetomium - - .
Cladosporium 17 1400 32
Curvulana - - -
Epicoccum : =
Fusarum - -
Ganoderma 1 80 0.2
Myxomycetes++ 4 360 07
Pithomyces i - -
Rust - -
Scopulariopsis . -
Stachybotrys . :
Torula 3
Ulocladium .
Unidentifiable Spores - - -
Zygomycetes : -
Total Fungi 550 44080 100
Hyphal Fragment z . .
Insect Fragment z -

Pollen - . ”

Analyt. Sensitivity 600x - 80 5

Analyt. Sensitivity 300x - 4p* 2
Skin Fragments (1-4) - 1
Fibrous Particulate (1-4) - 1
Background (1-5) - 2

S
hpolaris== = Bipolarts Drechslera T xserohitum W

Mysomseetes- - < Mysemiveetes eniconta St

. : Vincent luzzolino M S | Laberatory Director
Mo giscernatic fad ark was subm sted ath this group af sarp es
or Other Approved Signatory

High lvels of packground particulate 2an 0sCuie spares ard ether oanizulates leadag o Lrdetastmaticn Background evels =f 5 maicale an evarsading of oacrground pariicuiates prokib, ung accusate

and quartfcalicn Prasert = Speras datedted on avertadac SaTplas Fasuns are i Diank SOrEC'en JMRSS citaraise SCced The gstecion 115 agual ¢ fungal spora struclure potlan fber
‘arnctes not Jetectas ENSL MAMIATS @0y TUETIC 205 3 arays s This regor c@ates art to e Sampies repori2¢ above dng may not
3T AV TIRIC aMABUCTS  NleDre1a1 6N 373 Lsm ! lesl ie3u1s i the

detect
Patice ot niett fagment * Danctes particies ftund at 3003
b reprocuces eacuplin i & 102ut ArRlen Jppioeal Sy EMS. EMSL beas no tesponsity 1y Yo Tampie £0/eLian Act T e
respansitdty of thy cher! Samgples recened n goad Cona Lan riess olnera sp soize

Sampies dnaiyzed py EMSL Anaiyicyl Inc Piscatasay M.

( Initial repart from 09/06/2017 09 40 23

-

For Informalion on the fung listed n this report please visit the Resources section at wwnw ems! com

Test Report SPVER3-7 30 4 Printed. 9/06/2017 09 40 23AM Page 2 of 2



OrderID: 371718290

Westmont. HJ

Environmental M|crobmlogy Chain of £07 Hadden Avenua

Custody Westmont, NJ 08104
e EMSL Order Numbera.as use ony). PHONE 18561 £68-4900

FAX (856} B58 4060

=2 Ve )
Company: Epic Ervironmental Services, LLD EMSE-BH 10: ] Seme | Diferect
If Bt 1oy Iss Deltarend nots nEZnaohs m Commeris™
Stmet: 1930 Brown Road Therd Party Biling requices written authonization from thind party
City StateZip: Newheld, NJ 03344 .
Raport To (Name): James Eborts Fax: 856-205.0413 ‘
Telephona: 8562051077 Email Address: jobons@enic-orw com

Franklin Twp BOE - Annual IAQ Inspections — ./

Hon Culturabls Air Semples (Spore Traps)

« MOOT Ar-O-Ce8 « M173 Alegro h2 + 1004 Afisigerco * MD32 Allargenco O o W172 Verza Trap
+ Mo4s Binsis * k803 Burkard * Mpas Cyclax « K002 Cyolax-d
* BSG30 Micro 5 s 78 MoldSnap » M176 Relle Sman s M130 Via-Cell
Other Microblology Test Codes .
» W01 Furgsi Direct Exsmination ¢ Mo14 Endsloxin Ansiyels e 029 Enternéoen
o BI6OS Vishis Fung 1D ang Count | «  Mo15 Heterstraphic Piate Courd s 078 Fecal Coltlarm
v Bi0OS Vinhle Fung B and Gour Bpoaton] | = M1B0 Real Time Q-PGR-EFMI as ®  BI133 MASA Analysiz
» RMOOY Guiturable Furgy * Parel = K28 Copiocorrys npotarmans
+ MIN8 Citiurable Frrgy [Speaiation) ¢ M018 Total Cofform Detocbon
* KOGH Geam Statr Cuhurable Bactana (Membrane Filltraticn) e 120 Hamplawma sapsidadim
* M1 Bacterinf Count and 10 - 3 ko °  Mo2¢ Fecal Straptaroocus Datection
Preminent {Membaane Fiftration) «  BIO33-U% Allorgen Testng
* MO Bacterial Court and 10 - 5 Mos! ¢ M08 Leghonalla Detoction »  Mosd Group Alergen
Preminant = M024 Reareational Waler Screan |Cat. Gog, Cockrmach, Desimites)
| » KB0T3 Contarination in Bulldings +_Mo27 Mytotoxin Analysis = Othar Soe Anahiical Price Guide
Pesarvalion Msthad (Water);

Name of Sempier:  Jaimes Eberts

Sampls 9 Sampla Locatian Typa ; oltsmne/fren nuurmcaw
9 -0l 20k 9 VAl g0 | Ase  \ghali7 1o3¢
oy, 4 o i 2510 | Loty
d-¢3 Rpsm 32 Dar Jaf 25,
J- oy Cuts f‘lff l"}/ FrJlﬂt EIJ‘- e -~ As L éigfs/
AN N et SRR NS GMNEN  d - -
——F— =T
— e = SN — e o ,_T.?:; _;%K%
o qe=
ey iy B R R ;e L
Cllent Samplo £(0): | D'fal-';jirﬂ'-f - LToweoisampes: | [.%. ; Wi
| Ratingutsied (Cllant): ZLM ¥ ow. g a](7 Time: ~
Recowed(cussy [/ @ bate: K277 | vima: Z,"S_i,g
Comments/Spaciat instructions: y.




10T 1L/80 -panss) an) DIOTOL €0 'y uaisiany

U] subasog HOUDNIAND Comiogry U oo Sutspuny,

PHPO OIDUPOIIO L JdtA b tosaadig )
HOLIDEY () 1oy )

111D s g v gy

2doag wauna sow 2 a0) (T10 SQBIPAPIIDICEIE Avvim ) MISYIN Y1 dVE
SVHIV 41 Md1adl aseay g woRTENPIY o adoay poyouye AN pryes jou 5 MM S sudwAmbayg DT AV IRVEHY pue SO0TISTOLE
JAROSE s 2oueydwos Swios-uo yssaaons uodn wadunuos s ULHENP3IAOE panuiuo, ) uonwupasday jo adaay POYIRIE 241 ue paurng
St uonepane sueeu Gonage DAL 2ange ap yaryas ao) WEIROL ] uonepasnsy ouD wys (s ipogiagy ( jo.) Aunsag jo (SIP1ALf apoady

saaudNiy uonepasoay AdOS 401N )
SN uoRpaay; aoo04

STOT (0 1pquiaydag ssaapdayg UoERpataoy, ADOTOIOUDIHN TFYINTIANOMIAN
$10T 10 Pquadag ssandx:y UORERpaInoy AVALTIV INAWNNOUIANG

STOT 10 quimday, sandx g HonEEpaIay ANYIDAH IVILES 1ANT
SINVI DO NOLLYLIAAA DDV AdOLVUOU V']

RUMOp0) oy SALUNBIOYE | ©OUBIGID. ) pen
Susoy fo ooumadue ) NI A Sjda by oy ) PARPURLS (RUOHRAI SOOT S ZOLT D:AIZOST A4 01 vonepamae y gy IV V) sweaRogg

HOREHPADY SI0aoge | v pqpv Ao sjdwambas mpy payyng SRY CaA6qe paisy se pautiojiad aue SAUPATIE ADY (2 oy sasnuagy TERTHEN (T
tol00] 1 Aowioge
LLORO (N “uosunwuug ) YWON O€1 Moy o7

uj ‘resudjeuy A

Y1 SR Ouyon

J'1] 'sweldouq uonenpaidoy Alo1eJ0qeT V|V

A, }_;.—_:_5\\
077 ‘'sweabauy : R ‘

-,
uoneIpaiooy Ao




